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Report of Blennial Construction Survey by Dennis
Harpsll on 2=10-2018,

Reaards indicate this facility was first licenaad on
7-1-1968, for 30 beds. The ourrent capadity is 29
bads, Based on this information, we are reguiring
the facility to moet thie 1971 Minimurm and
Desired Standards and Regulations for Homes
for the Aged and Infirm (whieh are applicable 1o
all Homes for the Aged ragardless of the
licepsune date), the applicable porticns of the
evrrant Rules for Adult Care Hofmes of Seven of
Mare Bads and the 1867 NG State Bullding Gode.

111 Must Have Current San, & Fire Safety Reports G

SECTION 0300 - PHYSICAL PLANT

10A NCAG 13F .0302  DESIGN AND
CONSTRUCTION{

f) Tha facility shall have current safitation and
fire and building safety Inspection reports which
shall be maintained in the homa and avallable for
revilw.

I-hlll !
This Rule s nol met a: uwi#ﬂﬁﬂidﬁ:: Fre plagp— | "“’ti_;
Based on a review of doguments, the required F.i:
anhiuial firg alarm syalam inspection report could Sank flﬂ:“-‘ W

fot ba looated, Fire alamm systéms that are nat : J .
inspected and approved &s faquirsd could rasult ﬁm'ﬂ’-ﬂ*’f VANLIS 0

in th fire alarm system not oparating properly in
tha event of an actual fire,

 186) Housekesping-Maintained Fras of Haznrds C1ee

SECTION 0300 - PHYSICAL PLANT
10ANCAC 13F 0308  HOUSEKEEPING AND
FURNISHINGS

{m) Adult care homes shall:
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{8) be maintained in an uncluttersd, clean and
erderly mannsr, frie of all obstrugtions and
hazards, .

(8} This Rule shall apply o new and sx#ting

. faciitics.

Thig Rula is not met & avidenoad by:

1. Based on ebservation, new sxerior doors and
frames had bean Instalisd at tha 3 main sxits,
Tha inside trim had net baen instolled presanting

| sharp areas on the adges of the wall whare the

ariginal deers had been removed.

3, Based on obsérvation, there was 8 4 inch hole
through the exterior wall above thi water heatet
in the kilchan, Anopen hole will allow entry of
flies and ather pasts in the manths to coma.

Building Equipmeant Mainiained Safe, Qparating

SECTION 0300 « PHYSIGAL PLANT

10A NCAC 13F 0311 OTHER
REQUIREMENTS

(a) The bullding and all firs safety, electrical,
mechanizal, and plumbing equipment in & adult
catre homa shail bs maintained in a safe and
aparating conditicn.

(K} This Ruie shall apply to rew and existing
taciities with the axception of Paragraph ()
which shall not apply 1o existing faciiiiies.

This Rule is not mat as evidenced by.

1. Based on obaervation this required one-heur
fires rstisd walls and/or caliings were compromised
in sdvaral looations, Holes and penétrations that
are not seaked with materiale approved for use in
ane-hour fire rated conetruetion prasent the
pusaipility that o fire that bagins in o Space oan
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quickly spraad to other areas of the facility.
Findings inoluds. :
. Hole In kilehen celling near water haatar,

| b. Gap sreund junction bax In kitshen ceiling,

. Hole in kichan osiling above 2 doort
rafrigarator,

d. Unsealed penatrations in pantry csiling,

&, Unsealed penatration in wall bshind clothes
washer,

f Unfinished repair in wall of laundry,

g. Damaged wall in closat off laundry,

f. Crack in eorfidar celling near reom B,

i, Hole in esiling abowe light fixture near riem 5.

2. Basad on obsafvation, the smoke detector in
the carridor fear the laundry failed to activate
when teslad with smoke, Insansitive smoka
detactors would delay notification in the event of
an actual fire,

5, Basad on obssrvation, many coffidor doors
are not clasing wall andfor latching properly to
resist the pasaaga of fire and amaoke. Goffider
doors that do not closs eempletsly and latoh
prisent the poss(kiity that o fire that begins in
NG Space can nulnklmprunﬂ i the corridor and
the remaindar of the facility,

Findings include;

. The latoh strike is missing on the door to
badroom 17,

b. The sida door stop was missing on tha door to
this frien's bathrodm making it not smoke tight.

0. The doot slop was not fitling proparly oh the
door to badroom B making it not smoke tght.

4, Based on obaervation, several axterior ight
fxturess had been removad from the ovethang
enffil, Covers had rot been installed ovar the
opan junation boxas resulting in exposed wifing
all argynd the faciity,
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5. Based on chservation, a recaptacks plate waa . (.7 [ ‘,_'_‘_Q _2{2&‘?/
- missing in the pantry. Missing aléctiical plates rE "'"'8 07 Fﬂ & f‘?
| mxpose snergized wikss and parts. (
. T
. Basod on observation, the toilét in the '\ ek 3,0- ‘(LLQ- i 3[ I '
women's bathrodm was ieosaly mounted to the -hl_&* &- r F—Lﬂﬂj
flaar, Looss tolets can cause leaking andfor fall
hazards.
C 198 Exhaust Vantilation G e

SECTION Q300 - PHYESICAL PLANT

10A NCAC 13F 0311 OTHER
REGQUIREMENTS

(g} The spaces listed in this Paragraph shall be
provided with axhaust vantilation at the rate of
twio oublo feet per minute per squars 1eal, This
requirement doss not apply 1© facilities lioensad
bisfearm April 1, 1984, with natural ventilation in
these apacified spaces:

(1} aollad linen storages;

(2) moil ubility rodm|

{3} kathrooms and toilet rooms;

{4) housckeeping closets, and

(B} lundry aréa, .

{k) Thiz Rule shall apply to new and existing
Bxciifies with the axception of Paragraph (@)
whioh shall not apply to exisfing facilitiaa.

This Bule i3 nol mat as avidenosd by:

Based on observation, the maen's bathroom uses
| @ window for ventilatien, Howaver, when the
window is epaned for vantilation, it iImmediately
falls closed.
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